








Developed Conditions

Type II Storm
10/100 - Year Frequency
Time of Concentration 15 min.
Rainfall Depth (in) 24 Hr. Storm: 1.97/2.79 

Area (ac) CN
Roof 0.07 98
Paved 0.26 98
Open Space 0.16 69
Total 0.49 89

Q10= 0.55 cfs
Q100= 0.96 cfs

Computed Peak Flow per TR-55 Tabular Method

0.49 Ac. Expansion 
North Temple Store

Assumptions:

Basin Components
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 1/4" = 1'-0"AD101
1 DEMOLITION PLAN

DEMO./REMOVE EXIST. LAV.  SEE PLUMB. SHEETS.1

REFERENCE NOTES

DEMO./REMOVE EXIST. CSWK. AND SINK.  SALVAGE EXIST. CHILLER UNIT FOR
REINSTALLATION.  SEE PLUMB. SHEETS.

2

DEMO./ REMOVE EXIST. WALLS, STAIRS AND HANDRAILS. INSTALL FLOOR
STRUCT. SHORING PRIOR TO DEMO.  SEE STRUCT. SHEETS.

3

EXIST. SHELVING UNITS. TO REMAIN.  RELOCATED/ REINSTALLED BY
OWNER. (N.I.C.)  SHELVING UNITS REQUIRE SEISMIC ANCHORING SUBMITTAL
REQUIRED AS PER I.B.C.

4

DEMO./ REMOVE EXIST. TILE AND PREP. CONC. SLAB FOR NEW THICK-TILE
INSTALLATION.

5

DEMO./ REMOVE EXIST. STORE FRONT. GLAZING, DOORS AND HDWR.6

DEMO./ REMOVE EXIST. CASHIER CSWK. FXTR.'S.7

DEMO./ REMOVE EXIST. 8" C.M.U. BEARING WALL W/ FURRING, GYP. BD.
AND EIFS. CUT-DOWN EXIST. CONC. FDTN. WALL.  SEE STRUCT. SHEETS AND
DEMO. PHASING NOTES.

8

9 SAW-CUT/ DEMO. EXIST. CONC. FLOOR SLAB AS RQD. TO DEMO FDTN.
WALL AND FOR NEW FTG. WORK.

10 SAW-CUT/ DEMO. EXIST. CONC. FLOOR SLAB FOR UNDERGROUND LINES.

11 SEE SITE PLAN AOO1 FOR SITE DEMO. WORK.

EXIST. STORE TO REMAIN FULLY OCCUPIED AND OPERATIONAL DURING
CONST. OF NEW ADDITION. CONTRACTOR SHALL COORD. W/ D.A.B.C.

DEMOLITION PHASING NOTES

1.

ALL DEMOLITION WORK AT EXIST.  BLDG. INTERIOR SHALL OCCUR
FOLLOWING COMPLETION OF THE NEW ADDITION TO MINIMIZE THE TIME
PERIOD WHEN THE STORE WILL BE CLOSED.

2.

SCHEDULE DEMO. OF EXIST. MASONRY BEARING WALL W/ D.A.B.C. TO
MINIMIZE THE IMPACT ON OPERATION HOURS.  INSTALL STRUCT. SHORING
FOR ROOF STRUCT. PRIOR TO WALL DEMOLITION.  SEE STRUCT. SHEETS.

3.

SHEDULE W/ D.A.B.C. DEMO. WORK AT EXIST. BLDG.4.

DEMO. EXIST. MASONRY BEARING WALL FOLLOWING CONST. OF NEW
ADDITION BLDG. SHELL TO MAINTAIN SECURE ENCLOSURE THOUGHOUT
CONST.

5.

SYMBOL LEGEND

EXIST. WALL TO REMAIN.

EXIST. WALL/ ITEM TO BE DEMOLISHED.

NORTH
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SYMBOL LEGEND

EXIST. WALLS TO REMAIN

NEW 8" CMU. WALL CONST. W/6" MTL. STUD FURRING
W/ R-19  BATT INSUL.  W/ 5/8" PAINTED GYP. BD. AT
INTERIOR SIDE AT EIFS. STUCCO AT EXTERIOR.

NEW MTL. STUD FRAMED PARTITION W/ 5/8" PAINTED
GYP. PAINTED GYP. BD. AT EXPOSED SIDES.

NEW CONC. SLAB.

8" CMU. WALL.
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1 FLOOR PLAN

NEW PLUMB. FIXTRS.1

REFERENCE NOTES

NEW STAIRS W/ HANDRAILS.2

P.O.S. CASEWORK BY OWNER. (N.I.C.)3

SHELVING BY OWNER. (N.I.C.) TO BE INSTALLED W/ SEISMIC ANCHORING.
SEISMIC ANCHORING SUBMITTAL REQUIRED PER I.B.C. 105.2.

4

NEW CASEWORK UNIT.5

NEW SHIPS LADDER TO ROOF.6

NEW DOCK LEVELER.7

BAILER UNIT BY OWNER.8

DEMO./REMOVE EXIST FLOOR TILE.  INSTALL NEW THICK-SET PORCELAIN
PAVER TILE FLOORING.

9

10 DEMO. EXIST. STORE FRONT AND DOOR.  INSTALL NEW STORE FRONT AND
POWERED SLIDING STORE FRONT DOOR.

11 INSTALL NEW 4" CONC. FLOOR SLAB ON 4" GRANULAR BASE.  SEE STRUCT. SHEETS.

12 NEW 6" CONC. PAVING ON 4" GRANULAR.

13 NEW 4" CONC. SLAB ON 4" GRANULAR BASE.

14 NOT USED.

15 NOT USED.

16 TRASH BIN BY OWNER. (N.I.C.)

17 PAINTED STEEL PIPES BOLLARD.

18 NEW PARKING STRIPING.

19 WHEEL STOP.

A101
2 ISOMETRIC PLAN VIEW

20 NEW LOCKERS W/ BENCH.

21 NEW ENTRY WALK OFF MAT TO REPLACE EXISTING.  COORDINATE SIZE
W/ EXISTING.

22 NEW DISPLAY CASES BY OWNER (N.I.C.).

23 NEW HI/LOW DRINKING FOUNTAIN.

NORTH

24 PROVIDE PUSH BUTTON AUTO DOOR AT ACCESSIBLE RESTROOM.

25 FIRE ALARM PANEL TO BE TRIMMED OUT AT WALL.

26 ELECT. PANELS AT OFFICE WALL TO BE INSTALLED AND ARRANGED IN AN
ORDERLY FASHION (IE LINE UP TOPS).  SEE ELECT.

27 PROVIDE CHAIR RAIL AT SHOPPING CART STORAGE TO PROTECT WALL.

GENERAL NOTES

ELECTRICAL CONTRACTOR SHALL LOCATE ALL JUNCTION BOXER
ABOVE THE CEILING GRID WHERE POSSIBLE.

1.

ALL CLEAN -OUT, COVER PLATES, AND DOORS, SHALL NOT BE
LOCATED IN PUBLIC SPACES (IE ENTRY, RETAIL, RESTROOMS)

2.

28 PROVIDE DIRECT ADHERED FRIP SHEET AND TOOL HOOKS OR CLAMPS FOR
SNOW SHOVELS, BROOMS, ETC IN THIS LOCATION OR PER OWNER.
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HANGER WIRE.

1-1/2" COLD ROLLED CHANNELS
@ 4'-0" O.C. MAX.

7/8" MTL. HAT CHANNEL
@ 16" O.C. MAX.

5/8" PAINTED GYP. BD.
SEE PARTITION TYPES.

5/8" PAINTED GYP. BD. CEIL.
COORD. W/REFLECTED CIEL. PLANS.

TAPED METAL EDGE

MAX.

4
"

M
IN

.

1'-0"

METAL WALL TRIM. CONT.

2' x 4' CEILING GRID.

PLANS TYPICAL.
PANEL. SEE REFLECTED CEILING
ACOUSTICAL LAY-IN CEILING 

2"

WALL

HANGER WIRE. SEE
SPECIFICATIONS.

2

2

3

3

3

3

1

NEWEXIST.

CEIL. GRIDCEIL. GRID

NEWEXIST.

CEIL. GRIDCEIL. GRID

A401

9

7
A120

2
A120

3

4
A110

3
A110

4
A110

4
A110

9' - 0"

BTM. OF CEILING

9' - 6"

BTM. OF CEILING

14' - 4"

11' - 4"

BTM. OF SOFFIT

BTM. OF SOFFIT

5
A110
5

A110

--

EXITEXIT

4

5

5

5

5

5

CEILING LEGEND

EXIST. LIGHT FXTR. TO REMAIN. SALVAGED OR REMOVED LIGHTS TO
RE-INSTALL AT NEW LOCATIONS.  SEE ELEC. SHEETS.

NEW 2'X4' DIRECT-INDIRECT LAY-IN LT. FXTR.

1'X4' CHAIN SUSPENDED LT. FXTR.

ROOF ACCESS HATCH 2'-6" X 6'X6".

HVAC SUPPLY-AIR DIFFUSER.

HVAC RETURN-AIR DIFFUSER.

LINEAR WALL MOUNTED LT. FXTR.

NEW SUSP. CEIL. GRID AND PANELS AT ADDITION AREA.

EXIST. CEIL. GRID TO REMAIN.  DEMO. EXIST. PANELS.  INSTALL NEW PANELS.

OPEN TO STRUCTURE.

VERTICAL COMPRESSION

45^ MAX

MAX.
45^

2" MIN.
CROSS RUNNER

45^
MAX.

MAX.
45^

MAIN RUNNER

SEISMICALLY BRACED
BOTTOM NEED NOT BE

12'-0" O.C. IN PLANE

3RD TURN OF WIRES (TYP.)

OF CEILING @ TOP &
BRACED INDEPENDENTLY
TO THE STRUCTURE &
ON FOUR SIDES

AREAS SMALLER THAN

3" MAX TO TOP OF

OF EACH RUNNER

12 GA SPLAY WIRES @12 GA SPLAY WIRES @

OF EACH RUNNER

3" MAX TO TOP OF

12'-0" O.C. IN PLANE

MAX.
45^ 45^

MAX.

VERTICAL COMPRESSION

12 GA SPLAY WIRES @

OF EACH RUNNER

3" MAX TO TOP OF

12'-0" O.C. IN PLANE

MAX.
45^ 45^

MAX.

VERTICAL COMPRESSION

AREAS SMALLER THAN

ON FOUR SIDES
TO THE STRUCTURE &
BRACED INDEPENDENTLY
OF CEILING @ TOP &
BOTTOM NEED NOT BE
SEISMICALLY BRACED

MAIN RUNNER

45^
MAX.

CROSS RUNNER

45^ MAX

AREAS SMALLER THAN
1,000 S.F. & WITH WALLS
ON FOUR SIDES
TO THE STRUCTURE &
BRACED INDEPENDENTLY
OF CEILING @ TOP &
BOTTOM NEED NOT BE
SEISMICALLY BRACED

NOTE:

MAIN RUNNER

45^
MAX.

CROSS RUNNER

45^ MAX
3RD TURN OF WIRES (TYP.)3RD TURN OF WIRES (TYP.)

4'-6" STEEL

 STRUT AS PER ASCE 7,13.5.6.2

'T' GRID

VERT. CLIP INTO
PLACE

'T' GRID (BLACK)

2'-0" x 4'-0"
LAYIN ACOUSTIC
TILE CEILING9'

 -
 6

"
12

"

1 2 3 4 5 6
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 1/8" = 1'-0"A110
1 REFLECTED CEILING PLAN

MODIFY EXIST. CEIL. GRID TO EXTEND RAISED CEILING AREA.1

REFERENCE NOTES

TIE NEW CEIL. GRID TO EXIST.2

EXIST. CEIL./ SOFFIT TO REMAIN.3

 1/8" = 1'-0"A110
2 SUSP. CEILING SEISMIC BRACING

NOT TO SCALE  1/8" = 1'-0"A110
3 TYP. SUSP. HARD GYP. BD. EDGE DETAIL

 1/8" = 1'-0"A110
4 TYP. SUSP. CEIL. EDGE DETAIL

NOT TO SCALE

NOT TO SCALE

NORTH

 1" = 1'-0"A110
5 CEILING DETAIL

NOT TO SCALE

GENERAL NOTES

JUNCTION BOXES TO BE LOCATED ABOVE CEILING WHERE POSSIBLE.1.

FIRE SPRINKLERS TO BE CENTERED IN  NEAREST SUSPEND GRID PANEL.2.
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CEILING MOUNTED SIGN TO READ:  "ACCESSIBLE PUBLIC RESTROOMS THIS WAY".4

DASHED LINE HERE INDICATE LOCATION OF SHELVINGS.5



SECONDARY ROOF
DRAIN.

SINGLE-PLY
ROOFING MEMBRANE.

4" MIN. INSUL.
TAPER TO DRAIN
SUMP.

ROOF DECK.

DRAIN BOWL.

NEOPRENE NO-HUB
CONNECTORS.

PRIMARY ROOF DRAIN.
CLAMP TO DECK.

SINGLE-PLY ROOFING
MEMBRANE.

ROOF DECK.

CLAMPING RING, TYP.

3' - 0"

24 GA. CONT. KYNAR COATED MTL.
CAP FLASHING

CONT. PRESS TREATED 2 PLATES
ANCHORED TO MASONRY.
CONT. 24 GA. GALV. WALL CLIP
ANCHORED TO MASONRY.

 RIGID INSUL. ON ROOF DECK.

SINGLE-PLY MEMBRANE ROOFING SYSTEM.

C.M.U. WALL CONTS.

STRUCT. STEEL ROOF DECK.  SEE
STRUCT. SHEETS.

STRUCT. STEEL ROOF JOIST.  SEE
STRUCT. SHEETS.

8
" 
M

IN
.

4
"

1'
-6

"

6'-0"

3'-0"

CONT. GALV. MTL. REGLET
W/ ROOFING SEALANT.

CONT. 24 GA. KYNAR COATED
MTL. GRAVEL STOP TYPE FLASHING.

SINGLE-PLY MEMBRANE
ROOFING SYSTEM.

2" RIGID INSUL W/ RIGID
INSUL. CRICKETS.

ROOF DRAIN/ DOME BEYOND.

STEEL DECKING WELDED
TO STEEL CHANNELS PAINTED AT BTM. SITE

C 10X5.3 PAINTED STEEL CHANNEL
SEE STRUCT. SHEETS.

CONT. 24 GA. KYNAR COATED MTL.
FASCIA W/ STIFFENER.

C.M.U. WALL CONST.

PAINTED 3"X3"X1/4" TUBE STEEL SUPPORT
SEE STRUCT. SHEETS.

PAINTED STRUCT. STEEL
CONNECTOR PLATE/ STAB.
SEE STRUCT. SHEETS.

1" DIA. PAINTED STEEL ROD.
SEE STRUCT. SHEETS.

KYNAR COATED CORRUG. MTL. ROOFING.

PAINTED STEEL CONNECTOR
TAB WELDED TO TUBE STEEL.

STRUCT. TUBE STEEL MEMBER.
SEE STRUCT. SHEETS.

PRE-FINISHED ALUM. 
SOFFIT.

CONT. KYNAR COATED
22 GA. MTL. BUILT-UP FASCIA.
MATCH PROFILE OF EXIST.
ADJAC. CORNICE.

SLOPE DN.

TO DRAIN

---
-

---
-

---
-

EXISTING ROOFING
SYSTEM TO REMAIN

NEWEXIST.

CEIL. GRIDCEIL. GRID

NEWEXIST.

CEIL. GRIDCEIL. GRID

1

S
L
O

P
E
 D

N
.

1/
4
"/

 F
T
. 
M

IN
.

DN.DN. DN.

SLOPE DN.

1/4"/ FT. MIN.

SIM.

TYP.

7

1

6

3

5

222

1

3
3

7

TYP.

8

9

TYP.

7

TYP.

TYP.

4

2

S
L
O

P
E
 D

N
.

1/
4
"/

 F
T
. 
M

IN
.

DN.

SIM.

7
A120

2
A120

8

A120 A120

S
L
O

P
E
 D

N
.

1/
4
"/

 F
T
. 
M

IN
.

D
N
.

9

A120

8

A120

SIM.

16' - 3 13/32"

13' - 3 9/32"

T.O.WALL  16' - 0"

ROOF. ELEV. 13' - 3"

14' - 10 21/32"

16' - 3 13/32"

15' - 3 5/16"

14' - 4 7/8"

14' - 3"

ROOF ELEV. 14' - 10"

T.O.WALL  16' - 0"

ROOF ELEV. 15' - 4"

T.O.W.  14' - 8"

F. ELEV. 14' - 3"

18' - 3 13/32"  T.O.WALL 18' - 0"
6

A120
6

A120

8

3
A501

3

A120

4

A120

4
A120

5
A120

6

A120

4
' -

 0
"

4
' -

 0
"

10

SINGLE-PLY MEMBRANE
FLASHING AND COUNTERFLASHING
TO MAKE WEATHERTIGHT.

MTL. ROOF  DECK.

RIGID INSUL.
CANT STRIP

PREFAB. ROOF CURB

3
/4

"
  

  
6
"

CLAMP TO DECK.

  
  
  
8
" 
M

IN
.

  
(3

0
" 
A
T
 R

E
A
R

P
R

O
P
E
R

T
Y
 L

IN
E
)

W/ STANDING SEAM JOINTS

     3'-0"

       6'-0"

  
  
  
1'
-6

"

  
 4

"

 C

4' - 0"

1' - 6"

NEWEXIST.

NEW OVERLAPING STEEL DECK
SECTION SPANNING ACROSS NEW AND
OLD DECK..

REPLACE BUILT UP ROOF
MEMBRANE AND BALLAST
 W/ NEW AFTER ROOF CURB
AND ROOF CONNECTION

NEW BASE PLATE FOR
PARAPET WALL ATTACHED
W/ THROUGH BOLT.

SINGLE-PLY MEMBRANE
ROOFING SYSTEM TO BE
CONTINUOS TO CURB CAP
FLASHING

24 GA. CONT. KYNAR COATED MTL.
CAP FLASHING W/ STANDING SEAM
JOINTS.

  
  
  
8
" 
M

IN
.

24 GA. CONT. KYNAR COATED MTL.
CAP FLASHING W/ STANDING SEAM JOINTS

CONT. PRESS TREATED 2 PLATES
ANCHORED TO MASONRY.
CONT. 24 GA. GALV. WALL CLIP
ANCHORED TO MASONRY.

 RIGID INSUL. ON ROOF DECK.

SINGLE-PLY MEMBRANE ROOFING SYSTEM.

C.M.U. WALL CONTS.

STRUCT. STEEL ROOF DECK.  SEE
STRUCT. SHEETS.

STRUCT. STEEL ROOF JOIST.  SEE
STRUCT. SHEETS.

2" EIFS. W/ REVEALS/ COLORS/
TO MATCH EXIST. ADJAC.

24 GA. CONT. KYNAR COATED MTL.
CAP FLASHING W/ STANDING SEAM JOINTS

CONT. PRESS TREATED 2 PLATES
ANCHORED TO MASONRY.
CONT. 24 GA. GALV. WALL CLIP
ANCHORED TO MASONRY.

 RIGID INSUL. ON ROOF DECK.

SINGLE-PLY MEMBRANE ROOFING SYSTEM.

C.M.U. WALL CONTS.

STRUCT. STEEL ROOF DECK.  SEE
STRUCT. SHEETS.
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0

 1/8" = 1'-0"A120
1 ROOF PLAN

SINGLE-PLY MEMBRANE ROOF SYSTEM ON 1 1/2" RIGID INSUL.1

REFERENCE NOTES

RIGID INSUL. ROOF CRICKET.2

PRIMARY/SECONDARY ROOF DRAIN.  SEE PLUMB. SHEETS.3

ROOF TOP MECH. UNIT.  SEE MECH. SHEETS.4

ROOF ACCESS HATCH W/ GUARD RAILS.5

DOCK CANOPY.6

CONT. KYNAR COATED 24 GA. MTL. CAP FLASHING.7

ROOF EXPANSION CURB JOINT.8

9 ROOF WALK PADS.

1 : 1A120
2 TYP. ROOF TOP MECH. EQUIP. CURB DETAIL

 1" = 1'-0"A120
3 PRIMARY & SECONDARY ROOF DRAIN DETAIL

 1" = 1'-0"A120
4 ROOF PARAPET DETAIL

 9

 1" = 1'-0"A120
5 CANOPY SECTION 7

 1" = 1'-0"A120
6 CANOPY SECTION. 2

 1" = 1'-0"A120
7 ROOF DETAIL

 8

NORTH

 1" = 1'-0"A120
8 ROOF PARAPET DETAIL. 4

 5

 6

 1" = 1'-0"A120
9 ROOF PARAPET DETAIL.. 3

10 METAL ROOF DECK AND BUILT-UP SYSTEM TO BE REMOVED BACK TO JOIST AS PER
STRUCTURAL IN THIS LOCATION.   BUILT UP ROOF SYSTEM TO BE REPLACED TO MATCH
EXISTING IN THIS AREA AFTER ROOF CURB AND ROOF CONNECTION HAS BEEN DONE
MEMBRANE TO CONTINUE UP TO CURB CAP FLASHING.  SEE STRUCTURAL.
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FLOOR PLAN
0' - 0"

BTM OF CANOPY
11' - 4"

TOP OF CMU
14' - 8"

TOP OF CMU.
16' - 0"

       T.O. FIN. FL.

E
.J

.

C
.J

.

7'
 -

 4
"

2
' -

 0
"

TOP OF CMU_
18' - 0"

BTM. OF CANOPY
14' - 4"

FLOOR PLAN
0' - 0"

TOP OF CMU.
16' - 0"

    T.O. FIN. FL.

E
.J

.

C
.J

.

TOP OF CMU_
18' - 0"

FLOOR PLAN
0' - 0"

BTM OF CANOPY
11' - 4"

TOP OF CMU
14' - 8" TOP OF CMU.

16' - 0"

TOP OF CMU_
18' - 0"

BTM. OF CANOPY
14' - 4"

4' - 0"
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EXTERIOR ELEVATIONS

A201
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2007-23

AAF.

10
0%

 R
EV

IE
W

 S
ET

D
.F

.C
.M

. #
 0

72
69

03
0

 1/8" = 1'-0"A201
1 WEST ELEVATION

 1/8" = 1'-0"A201
2 EAST ELEVATION

 1/8" = 1'-0"A201
3 SOUTH ELEVATION

EIFS. STUCCO SYSTEM TO MATCH EXIST.1

REFERENCE NOTES

PAINTED CMU.2

NEW PAINTED STEEL CANOPY. SEE ROOF PLAN.3

NEW PAINTED MTL. DOOR.4

NEW GLASS BLOCK WINDOW.5

NEW OVERHEAD DOOR.6

TRASH BIN BY OWNER. (N.I.C.)7

PAINTED STEEL GUARD RAIL.8

7

2

5

3

1

2

6

7
4

5

EXIST. NEW

EXIST.NEW

PAINTED STEEL PIPE BOLLARD.9

5
5

2
1

ACCESSIBLE PKG. SIGN.10

NEW EXT. LIGHT FIXTURE.  SEE ELECT.11

NEW BRICK VENEER TO MATCH EXIST.12

9

9
9

3

3

11

11

11

3

11

12

11

1010

10

NEW CONCRETE BARRIER WALL .  SEE SITE PLAN13

EIFS. OR CERAMIC DETAIL TO MATCH EXISTING.14

EIFS. REVEAL TO MATCH EXISTING.15

14

15

13

9

9
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FLOOR PLAN
0' - 0"

BTM OF CANOPY
11' - 4"

TOP OF CMU
14' - 8"

BTM OF CEILING
9' - 6"

A310
1

TOP OF CMU.
16' - 0"

A311
1

       T.O. FIN. FL.

FLOOR PLAN
0' - 0"

TOP OF CMU
14' - 8"

BTM OF CEILING
9' - 6"

TOP OF CMU.
16' - 0"

A311
2

A120
7

       T.O. FIN. FL.

TOP OF CMU_
18' - 0"

BTM. OF CANOPY
14' - 4"

 5
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BUILDING SECTIONS

A301
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2007-23

AAF.
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 0
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 1/4" = 1'-0"A301
1 BUILDING SECTION # 1

 1/4" = 1'-0"A301
2 BUILDING SECTION # 2

REFERENCE NOTES

CONT. KYNAR COATED 24 GA. CAP FLASHING.1

SINGLE-PLY MEMBRANE ROOFING ON 1 1/2" RIGID INSUL. ON METAL ROOF
DECK.

2

STRUCT. STEEL ROOF JOIST.  SEE STRUCT. SHEETS.3

STRUCT. STEEL ROOF BEAM.  SEE STRUCT. SHEETS.4

PAINTED STRUCT. STEEL COLUMN.  SEE STRUCT. SHEETS.5

8" C.M.U. WALL CONST. SEE STRUCT. SHEETS.6

6" MTL. STUD FURRING W/ R-19 BATT INSUL.7

SUSPENDED GRID AND PANELCEIL. SYSTEM.8

4" CONC. SLAB ON 4" GRANULAR BASE.9

CONT. 8" REINF. CONC. FDTN. WALL ON CONT. REINF. CONC. FTG.  SEE STRUCT.
SHEETS.

10

CONT. 8" REINF. CONC. RETAINING WALL.  SEE STRUCT SHEETS.11

PAINTED STEEL PIPE GUARD RAIL.12

EXIST. NEW

9
10

6

7

8

1

34

5

2
3

1

10

7

6

5

8

7

6

9

5

10

1

24

3
TYP.

NEW LAMINATE COVERED BASE AND UPPER CABINET AND COUNTER TOP.13

NEW SINK.  SEE PLUMBING.14

NEW HI/LOW DRINKING FOUNTAIN.  SEE PLUMBING.15

13

15

14

ST
ATE OF UTAH
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FLOOR PLAN
0' - 0"

TOP OF CMU.
16' - 0"

T.O. FDTN. WALL
0' - 8"

TOP OF CMU_
18' - 0"

---
-3

A310

FLOOR PLAN
0' - 0"

TOP OF CMU.
16' - 0"

T.O. FDTN. WALL
0' - 8"

TOP OF CMU_
18' - 0"

4' - 0"
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REFERENCE NOTES

CONT. KYNAR COATED 24 GA. CAP FLASHING.1

SINGLE-PLY MEMBRANE ROOFING ON 1 1/2" RIGID INSUL. ON METAL ROOF
DECK.

2

STRUCT. STEEL ROOF JOIST.  SEE STRUCT. SHEETS.3

STRUCT. STEEL ROOF BEAM.  SEE STRUCT. SHEETS.4

PAINTED STRUCT. STEEL COLUMN.  SEE STRUCT. SHEETS.5

8" C.M.U. WALL CONST. SEE STRUCT. SHEETS.6

6" MTL. STUD FURRING W/ R-19 BATT INSUL.7

SUSPENDED GRID AND PANELCEIL. SYSTEM.8

4" CONC. SLAB ON 4" GRANULAR BASE.9

CONT. 8" REINF. CONC. FDTN. WALL ON CONT. REINF. CONC. FTG.  SEE STRUCT.
SHEETS.

10

CONT. 8" REINF. CONC. RETAINING WALL.  SEE STRUCT SHEETS.11

PAINTED STEEL PIPE GUARD RAIL.12

 1/4" = 1'-0"A302
1 BUILDING SECTION # 3

 1/4" = 1'-0"A302
2 BUILDING SECTION # 4

6

10

9

1

2

10

1

2

3

6

10

9

10
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FLOOR PLAN
0' - 0"

TOP OF CMU
14' - 8"

BTM OF CEILING
9' - 6"

TOP OF CMU.
16' - 0"

T.O. FDTN. WALL
0' - 8"

       T.O. FIN. FL.

10

1

7

13

17

12

8

5

18

14

9

4

3

BTM. OF FTG.

-2' - 6"

FLOOR PLAN
0' - 0"

---
-

15

       T.O. FIN. FL.

BTM. OF FTG.

-2' - 6"

12

6

11

16

7

20

3
1

1

3

4

TOP. OF CMU.

16' - 0"

BTM. OF MAS. OPENING.

12' - 0"

BTM. OF CANOPY
14' - 4"

7
A120

FLOOR PLAN
0' - 0"

TOP OF CMU.
16' - 0"

BTM. OF FTG.

-2' - 6"

12

15

5

14

1

7

2
4

3

    T.O. FIN. FL.

BTM. OF MAS. OPENING.

7' - 6"

TOP OF MAS. OPENING.

9' - 6"

TOP OF CMU_
18' - 0"

3
' -

 0
 1

/2
"

3
0

" 
 A

T
 R

E
A
R

P
R

O
P
E
R

T
Y
 L

IN
E

S.

DOCK SEALS.

4' HIGH SEALED 3/4" PART. BD. WAINSCOT W/ CHAMFER AT TOP EDGE AT ALL
STORAGE AREA PERIMETER WALLS.

4" COVED RUBBER WALL BASE.

REFERENCE NOTES

STRUCT. STEEL ANGLE ANCHORED TO MASONRY.  SEE STRUCT. SHEETS.

CONT. 24 GA. KYNAR COATED MTL. CAP FLASHING ON 2x8 P.T. TOP PLATE.

SINGLE-PLY MEMBRANE ROOF SYSTEM ON 1-1/2" RIGID INSUL.

STRUCT. STEEL ROOF DECK ON STRUCT. STEEL ROOF JOISTS.  SEE STRUCT. SHEETS.

CONT. 2" RIGID INSUL. BD. AT FDTN.

CONC. DOCK LEVELER PIT W/STEEL ANGLES AT EXPOSED EDGES/CORNERS.

REINF. 8" C.M.U. STRUCT. BEARING WALL SYSTEM.  SEE STRUCT. SHEETS.

ADJAC. FINISHED GRADE.  SEE CIVIL SHEETS.

SUSP. ACOUST. GRID AND PANEL CEILING SYSTEM.

KYNAR COATED 22 GA. MTL. DOWN SPOUT.

PAINTED STEEL CHANNEL JAMB/HEADER ANCHORED TO MASONRY.

CONT. REINF. 8" CONC. FDTN. ON CONT. REINF. CONC. FTG.  SEE STRUCT. SHEETS.

6" MTL. STUD FURRING AT 24" O.C. W/R-19 BATT INSUL. W/5/8" PAINTED GYP. BD.

4" SEALED CONC. FLOOR SLAB ON 4" GRANULAR BASE.  SEE STRUCT. SHEETS.

EXT. PAVING ON GRANULAR BASE.  SEE SHEET.

1

2

3

4

5

6

7

8

9

10

11

12

13

14

15

16

17

18

DOCK BUMBER.19

PAINTED STEEL CANOPY STRUCTURE.20

PAINTED STEEL PIPE GUARD RAIL BEYOND.21

REINF. CONC. RETAINING WALL BEYOND.22

PAINTED HOLLOW MTL. DOOR/FRAME.23

EXT. WALL PACK LT. FXTR.24
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 1/2" = 1'-0"A310
1 WALL SECTION # 1

 1/2" = 1'-0"A310
2 WALL SECTION # 2

 1/2" = 1'-0"A310
3 WALL SECTION # 3
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FLOOR PLAN
0' - 0"

BTM OF CANOPY
11' - 4"

TOP OF CMU
14' - 8"

BTM OF CEILING
9' - 6"

5
12

14

8
11

15

10

17

13

6

9

1 3

7

FLOOR PLAN
0' - 0"

TOP OF CMU
14' - 8"

BTM OF CEILING
9' - 6"

TOP OF CMU.
16' - 0"

T.O. FDTN. WALL
0' - 8"

17

18

12

5

11

15

14

8

13

9

6

7

2

1

---
-11

A601

S.

NOT USED.

4' HIGH SEALED 3/4" PART. BD. WAINSCOT W/ CHAMFER AT TOP EDGE AT ALL
STORAGE AREA PERIMETER WALLS.

4" COVED RUBBER WALL BASE.

REFERENCE NOTES

STRUCT. STEEL ANGLE ANCHORED TO MASONRY.  SEE STRUCT. SHEETS.

CONT. 24 GA. KYNAR COATED MTL. CAP FLASHING ON 2x8 P.T. TOP PLATE.

SINGLE-PLY MEMBRANE ROOF SYSTEM ON 1-1/2" RIGID INSUL.

STRUCT. STEEL ROOF DECK ON STRUCT. STEEL ROOF JOISTS.  SEE STRUCT. SHEETS.

CONT. 2" RIGID INSUL. BD. AT FDTN.

2' EIFS. W/ REVEALS/ COLORS/ TO MATCH EXIST. ADJAC.

REINF. 8" C.M.U. STRUCT. BEARING WALL SYSTEM.  SEE STRUCT. SHEETS.

SHIPS LADDER BEYOND.

SUSP. ACOUST. GRID AND PANEL CEILING SYSTEM.

CASEWORK FXTR. BEYOND.

CONT. VENT TRACK AT BTM. OF EIFS.

CONT. REINF. 8" CONC. FDTN. ON CONT. REINF. CONC. FTG.  SEE STRUCT. SHEETS.

6" MTL. STUD FURRING AT 24" O.C. W/R-19 BATT INSUL. W/5/8" PAINTED GYP. BD.

4" SEALED CONC. FLOOR SLAB ON 4" GRANULAR BASE.  SEE STRUCT. SHEETS.

EXT. PAVING ON GRANULAR BASE.  SEE SHEET.

1

2

3

4

5

6

7

8

9

10

11

12

13

14

15

16

17

18

NEW BRICK VENEER TO MATCH EXISTING.19

FLOOR PLAN
0' - 0"

BTM OF CANOPY
11' - 4"

TOP OF CMU
14' - 8"

BTM OF CEILING
9' - 6"

---
- 2

A120

19

2

12

5

14

6

7

1

13
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1 WALL SECTION # 4

 1/2" = 1'-0"A311
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UP

GYPSUM BOARD SURFACE.
OFFICE/STAIR AREA WITH PAINTED
WOOD FRAMED HALF WALL AT

TO MATCH ADJOINING WALLS.
CREATE A REVEAL PAINTED
1/2" FROM WALL FACES TO
1/2" WOOD SHIM PIECE INSET

PAINT TO MATCH ADJOINING WALLS
WOOD FILLER AT NAIL HOLES.
WITH FINISH NAILS.  PROVIDE
1x SOLID WOOD CAP ATTACHED

A401
3

2

4

5
A401

6

7'
 -

 1
"

7' - 0"

5
' -

 0
"

-

---
-

---

10

A401

11

A401

3
' -

 0
"

1'
 -

 6
"

2
' -

 6
"

2' - 9"4' - 0"

 9 8

FIXTURE MOUNTING DATA

1'-6"

SUPPLY/DRAIN
INSULATE ALL

LINES PER ADA.

2
'-
10

"
M

A
X

3
'-
4
"

MIRROR

6
'-
6
"

3
'-
2
"

CONTROLS

4
'-
0

"

2
'-
6
"

DISPENSER
NAPKIN
FEMININE

ELECTRIC

9"

WITH GRAB BARS
ACCESSIBLE WATER CLOSET

2
'-
10

"

1'
-6

"

3'-6"3'-0" 6"  1'-0"

2
'-
3
"

WATER COOLER
FEMININE NAPKIN
RECEPTACLE

2
'-
3
"

M
IN

.

ACCESSIBLE
LAVATORY

3
'-
0

"
M

A
X
.

DISPENSER
TOILET TISSUE

3'-0"

2
'-
0

"

3'-0"
ADA. COMPLIANTE TOILET RM.
SIGN PLAQUE FOR BOTH MEN & WOMEN.

ACCESSIBLE

3' - 4"

3
' -

 3
 2

7/
3
2
"

1'
 -

 6
"

  
  
  

  
 3

' -
 3

"

5
' -

 0
"

REFERENCE NOTES

PORTION FOR FLUSH MOUNTING. PAINT EXPOSED EDGES BLACK.

NOT USED.

WALL MOUNTED TOILET TISSUE DISPENSER.

V.C.T. FLOORING.

BLOCKING @ WALLS
1 1/2" O.D. STAINLESS STEEL WALL MOUNTED GRAB BAR.  INSTALL SOLID WOOD

DOOR AND FRAME, AS SCHEDULED.

STAINLESS STEEL FRAMED MIRROR.  INSTALL PLYWD. BACKING AT UPPER

CERAMIC WALL TILE WAINSCOT.

PAINTED GYPSUM BOARD WALL.

ACCESSIBLE WALL-HUNG LAVATORY W/INSULATED SUPPLY & DRAIN LINES.

THICK-SET CERAMIC TILE FLOORING SLOPED TO DRAIN.

FLOOR DRAIN.  SEE PLUMBING SHEETS.

FLOOR MOUNTED ACCESSIBLE TOILET FXTR.  SEE PLUMB. SHEETS.

NOT USED.

SEE PLUMBING SHEETS.

FLOOR MOP SINK.  SEE PLUMB SHEETS.

PROVIDE OPENING IN BACK PANEL FOR ELEC. RECEPTACLE.  COORD.
LOCATION OF OPENING.

NOT USED.

P-LAM. CABINETS/ DRAWERS W/ STANDARD 4" WIRE PULLS AND P-LAM.
ADJUSTABLE SHELVES.
P-LAM. COUNTER W/ 4" BACK SPLASH AT WALLS.

3/4" X12" DEEP  PLAST LAM. SHELVES (5) ON HVY. DUTY. ADJUST.
MOUNTING BRACKET HDWR INSTAL SOLID WD. BLOCKING AT WALLS AS
RQD.
SET-IN COUNTER SINK.  SEE PLUMB. SHEETS.

14

15

16

17

18

19

20

1

5

6

3

4

8

7

10

11

9

2

12

13

4' - 0"

4
' -

 0
"

2
' -

 6
"

1'
 -

 6
"

3
' -

 0
"

2' - 1"

1' - 0"

3"

3
 1

/2
"

2
' -

 6
"

1'
 -

 6
"

3
' -

 0
"

1' - 0"

1' - 6"

2' - 1"

3
 1

/2
"

3"

6
"

13

A401

 11

3
' -

 0
"

OPEN TO BEYOND

HANDRAIL AT EA. SIDE

SEVEN (5) EQUAL RISERS

THICK SET TILE
SEALED CONCRETE SLAB

EXTERIOR WALL

2
' -

 1
1"

11"

6
 3

/4
"

2
' -

 1
1"

3
' -

 6
"

2
' -

 6
"

OPEN TO BEYOND

SEALED CONCRETE SLAB

EXTERIOR WALL

1' - 9" 2' - 6" 1' - 9"

6' - 0"

1'
 -

 0
"

2
' -

 8
"

4
"

2
' -

 8
"

4
"

3"

1'
 -

 0
"1' - 0" 1' - 6 1/32"       1' - 6"

5' - 8 1/4"

7'
 -

 1
 1

/4
"

       5' - 8"

  
  
7'
 -

 1
"

5
' -

 0
"

A401

19

20
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ENLARGED PLAN AND
INTERIOR ELEVATIONS

A401

01-28-08

2007-23

AAF

10
0%
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EV

IE
W

 S
ET

D
.F

.C
.M

. #
 0

72
69

03
0

 1/4" = 1'-0"A401
1 ENLARGED PLAN

 1/4" = 1'-0"A401
2 EAST

 1/4" = 1'-0"A401
3 SOUTH

 1/4" = 1'-0"A401
4 WEST

 1/4" = 1'-0"A401
5 NORTH

 1/4" = 1'-0"A401
6 CSWK. ELEV.

5

6

3

10

12

6

5

3

4

5

2

6

3

4

6

1

10

125

15

18

17

17

20

 1/4" = 1'-0"A401
9 WATER COOLER ELEV. 7

 3/4" = 1'-0"A401
10 CASEWORK SECTION 1

 3/4" = 1'-0"A401
11 CASEWORK SECTION 2   8 9

 1/4" = 1'-0"A401
12 STAIR ENLARGED PLAN

 1/4" = 1'-0"A401
13 SECTION AT OFFICE STAIR

 10

 11

 1/4" = 1'-0"A401
14 OFFICE SECTION 12

PLAST. LAM. HINGED DOOR
PANEL ON 3/4" PART. BD. W/

STANDARD 4" WIRE PULL.
COLOR PER ARCH.

PLAST. LAM. HINGED DOOR
PANEL ON 3/4" PART. BD. W/

STANDARD 4" WIRE PULL.
COLOR PER ARCH.

P-LAM. COUNTER W/ 4" BACK
SPLASH.

MELAMINE AT INTERIOR.

CONFIRM CUT OUT PER SINK DIM.

PLAST. LAM. HINGED DOOR
PANEL ON 3/4" PART. BD. W/

STANDARD 4" WIRE PULL.
COLOR PER ARCH.

PLAST. LAM. HINGED DOOR
PANEL ON 3/4" PART. BD. W/

STANDARD 4" WIRE PULL.
COLOR PER ARCH.

MELAMINE AT INTERIOR.

1 1/2" P-LAM. MICROWAVE
SHELF.

PLAST. LAM. ADJUST. SHELF
ON 3/4" PART. BD.

PLAST. LAM. COUNTER
W/ 4" BAGK-SPLASH.

PLAST. LAM. DRAWER ON GLIDING
ROLLER GUIDES.

 3/8" = 1'-0"A401
15 WALL CAP DETAIL13

 1/2" = 1'-0"A401
16 CASEWORK ELEV.

 1/2" = 1'-0"A401
17 CASEWORK SECTION14 15

15

A401
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 1/4" = 1'-0"A401
18 ENLARGED PLAN.16
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 1/4" = 1'-0"A401
19 EAST.

 1/4" = 1'-0"A401
20 SOUTH. 17 18

17

 18

5

3

10

12

3

4

6

1

10

12 5



ROOF HATCH

ROOF DECK

PIPE HANDRAIL.
1 1/4" STEEL

ROOF HATCH

ROOF DECK

PIPE HANDRAIL.
1 1/4" STEEL

70
°

12
"

T
Y
P
IC

A
L

24"

14
'-
10

"

F
E
IL

D
 V

E
R

IF
Y

1'-0"

14
'-
10

"

F
E
IL

D
 V

E
R

IF
Y

PAINTED STEEL PIPE
GUARDRAILS PER. OSHA RQMTS.
COLOR PER ARCH.

PRE-MANUF. ROOF HACTH.

SINGLE-PLY MEMBRANE ROOF
SYSTEM. WRAP-UP UNDER HATCH
CURB FLASHING.

4" RIGID INSUL.

STRUCT. MTL. ROOF DECK.
SEE STRUCT. SHEETS.

STRUCT. STEEL ANGLE.
SEE STRUCT. SHEETS.

PAINTED STEEL SHIPS LADDER
PER OSHA RQMTS.

2'-6"

LIFT PIT PLAN

LIFT PIT SECTION

7'
-2

"

10'-2 1/2"

10
 1

/4
"

5"

PIPE BOLLARD

8"o x 48" HIGH

OUTLINE
BASE FRAME

ANGLES
3"x3"X1/4" CURB

WITH 3"o DRAIN
OIL LINE RECESS

(TYPICAL)

SEE STRUCTURAL
FOR DETAILS

  
 1

6
'-
0

"

PAINTED STEEL
LADDER

13
'-
2
"

  
13

'-
2
"
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DETAILS
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 1" = 1'-0"A501
1 POWERED LIFT DETAIL

 1/2" = 1'-0"A501
2 SHIPS LADDER DETAIL

 3/4" = 1'-0"A501
3 ROOF HATCH DETAIL
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STEEL DOOR GUIDES AND
WALL ANGLES.

SECTIONAL INSUL.
OVERHEAD DOOR PANEL
W/ ROLLERS.

PAINTED STEEL C 10X15.3
CHANNEL W/ WELDED \" DIA.
4" STEEL STUDS INTO
GROUTED CELLS AT 2'-0"
O.C. MAX.  COLOR PER ARCH.

SOLID GROUTED 8" CMU.
WALL.  SEE STRUCT. SHEETS.

INSTALL BACKER-ROD AND
SEALANT TO MATCH FRAME COLOR.

41/2"

FIXED PANELHEADER SLIDING PANEL

1/4" DOUBLE
PANED INSULATED
AND TEMPERED GLAZING

1/4" DOUBLE
PANED INSULATED

AND TEMPERED GLAZING

ANODIZED
ALUMINUM SLIDING
DOOR FRAME

ANODIZED
ALUMINUM SLIDING

DOOR FRAME

ANODIZED
ALUMINUM HEADER

FRAME WITH GLAZING

3' - 4"

2"2"

2
"

7'
 -

 2
"

3' - 4"

2" 2"

7'
 -

 4
"

4
"

4" 4"

6' - 8"

7'
 -

 4
"

4
"

8' - 4"

10
' -

 2
"

WELDED, PAINTED
STEEL
CHANNEL/FRAME

PAINTED
HLW. MTL.
FRAME

WELDED,
PAINTED
TUBE STEEL
FRAMEPAINTED

HLW. MTL.
FRAME

TYPE 1 TYPE 2 TYPE 3 TYPE 4

TYPE B TYPE C TYPE DTYPE A TYPE E

PAINTED,
INSULATED
HLW. MTL.
DOOR

ANOD.
ALUM.
DOOR WITH
INSULATED
TEMPERED
GLAZING

FLUSH
WOOD
DOOR

PAINTED STEEL
INSUL. SECTIONAL
DOOR

SL

HEAVY DUTY
IMPACT DOOR
WITH LITE

400 SQ. INCHES MIN.
PLOYCARBONATE
WITH FIXED 1/4"x1"
STEEL BAR MULLIONS
AT MIDPOINT.
PROVIDE A MAX. 7"
CLEAR OPENING
BETWEEN
BARS/MULLIONS,
TYP.

IMPACT BUMPERS
ON BOTH SIDES
OF DOOR

A

  2"

MASONRY WALL CONST.

BACKER ROD
SEALANT AND

MASONRY ANCHORS
AT JAMB (3 PER SIDE).

PAINTED HOLLOW
METAL FRAME
(SOLID GROUT)

2"

WHERE OCCURS:
2" EIFS W/ REVEALS/COLOR/
TO MATCH EXIST. ADJAC.
OR BRICK TO MATCH EXIST.

8
"

1 
7/

8
"

1 
7/

8
"

1/2"

MASONRY WALL CONST.

BOTH SIDES
SEALANT

TS 8 X 3 JAMB.  SET ON
SPOT FOOTING BELOW FLOOR
SLAB.

5/8" GYPSUM BOARD

DBL. 6" MTL. STUDS.

METAL CORNER BEAD

IMPACT DOOR

V-CAM AND SELF-TAPPING
FASTENER BY MANUFACTURER.

DOOR AS SCHEDULED.

METAL FRAME
PAINTED HOLLOW

5/8" GYP. BD.
TAPED, SANDED
PAINTED.

SEALANT
BOTH SIDES.

CONTINUOUS

REQUIREMENTS.

(20 GA.)

ACOUSTICAL
BATTS AS PER

METAL FRAMING

PARTITION

3}" LT. GAUGE

1-
11
/ 1

6
"

1-
11
/ 1

6
"

5/8"1 /
2
"

2"

5
-

7 /
8
"

TILE WHERE
OCCURS.

DOOR, SEE SCHEDULE.

ACCESSIBLE ALUM.
THRESHOLD W/ 1/2" RISE ABOVE

CONCRETE FLOOR SLAB.

ADJACENT SURFACES MAX  PER ADA..

DOOR SWEEP.

CONCRETE SUBFLOOR.

SURFACES MAX PER ADA.

THIN SET CERAMIC

CULTURED MARBLE THRESHOLD.
1/4 INCH RISE ABOVE ADJACENT

FLOOR TILE.

CONCRETE FLOOR

DOOR, SEE SCHEDULE.

2' - 0"

2
' -

 0
"

A

A

7'
 -

 4
"

2
"

8" C.M.U. WALL
CONST.   SEE
STRUCT. SHEETS.

6" MTL. STUD
FURRING W/R-19
BATT INSUL.

5/8" PAINTED GYPSUM BOARD.

GLASS BLOCK

5/8" PAINTED GYPSUM BOARD.

6" MTL. STUD
FURRING W/R-19
BATT INSUL.

8" C.M.U. WALL CONST.
 SEE STRUCT. SHEETS.
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DOOR  & WINDOW
SHEDULE AND DETAILS

A601

01-28-08

2007-23

AAF.

10
0%

 R
EV

IE
W

 S
ET

D
.F

.C
.M

. #
 0

72
69

03
0

DOOR AND FRAME SCHEDULE

DOOR
NUMBER LOCATION

DOOR

T
Y
P
E

FRAME

NOTES KICKPLATE
DOOR

NUMBER

DOOR SIZE

TYPE

MATERIAL MATERIAL

DEPTH

DETAILS -A601

RATING
HARDWARE

GROUPWIDTH HEIGHT THICKNESS
SINGLE/

PAIR WOOD ALUM. METAL
META

L ALUM. HEAD JAMB THRESH
101A VESTIBULE 3' - 0" 7' - 0" 0' - 1 3/4" S C A A 4 1/2" 8 8 - 101A
101B VESTIBULE 3' - 0" 7' - 0" 0' - 1 3/4" S C A A 4 1/2" 8 8 - 101B
102A VESTIBULE 3' - 0" 7' - 0" 0' - 1 3/4" S C A A 4 1/2" 8 8 - 102A
102B VESTIBULE 3' - 0" 7' - 0" 0' - 1 3/4" S C A A 4 1/2" 8 8 - 102B
107A MEN'S 3' - 0" 7' - 0" 0' - 1 3/4" S B W 1 M - - - EXISTING 107A
108A JANITOR 3' - 0" 7' - 0" 0' - 1 3/4" S B W 1 M - - - EXISTING 108A
109A WOMEN'S 3' - 0" 7' - 0" 0' - 1 3/4" S B W 1 M 7 7 10 - 109A
110A STOCK AREA 3' - 4" 7' - 0" 0' - 1 3/4" S A M 2 M 4 4 9 - YES 110A
111A RECEIVING 6' - 0" 7' - 0" 0' - 2" P D M 3 M 6 6 - - YES 111A
111C RECEIVING 8' - 0" 12' - 0" 0' - 1 1/2" S E M 4 M 5 5 - - 111C

 1/4" = 1'-0"A601
1 FRAME TYPES

 1/4" = 1'-0"A601
2 DOOR TYPES

 3" = 1'-0"A601
3 DOOR HEAD / JAMB DETAIL

 3" = 1'-0"A601
4 DOOR JAMB/ HEAD DETAIL

 3" = 1'-0"A601
5 IMPACT DOOR JAMB/ HEAD SIM.
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